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PIPE SIZING & DIMENSIONS OF PUMP/TRAPS SHALL BE IN ACCORDANCE WITH MANUFACTURER'S REQUIREMENTS.

* CONFIRM THAT THE COIL OUTLET ABOVE THE NEW TRAP MEETS PUMP/TRAP MANUFACTURER'S REQUIREMENT.
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STEAM CONDENSATE PUMP/TRAP SCHEDULE
PUMPITRAP | | ocamion | amea | AWy |CAPACTY| glpply | APPROX.LIFT
: PRESSURE

3 BASEMENT 5 AC-53 1400 10 6
4 BASEMENT 5 AC-53 1400 10 6
6 BASEMENT 5 AC-52 860 10 6
7 BASEMENT 5 AC-52 860 10 6
12 BASEMENT 5 AC-51 700 10 6
13 BASEMENT 5 AC-51 700 10 6
88 BASEMENT 3 AC-31 560 10 6
89 BASEMENT 3 AC-31 560 10 6
90 BASEMENT 3 AC-32 485 10 6
91 BASEMENT 3 AC-32 485 10 6
96 BASEMENT 3 AC-28 141 10 10
07 BASEMENT 3 AC-28 237 10 10
104 CROP 4 AC-C 100 10 8
415 BASEMENT 1 AC-26 1300 10 12

NOTES:

1. REPLACE EXISTING TRAPS WITH NEW PUMP TRAPS WITH CAPACITIES. SELECT AND INSTALL NEW PUMP
TRAP IN STRICT ACCORDANCE WITH MANUFACTURER'S REQUIREMENTS.
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